DATE: April 11, 2017

BID INVITATION NUMBER: FM2017-010 General Contractor for Renovation to Vivarium in Life Science Building

BID OPENING DATE & TIME: April 18, 2017 at 3:00 PM

CLARIFICATIONS:

Elite Storage Products has been approved as manufacturer for Metal Lockers Section 105113.

Addendum No. 2 Notes and Drawings by CRB Consulting Engineers are attached.

[Signature]
Contract Specialist (817) 272-0192

This addendum forms a part of the contract documents and modifies the original solicitation documents. Acknowledge receipt of this Addendum in the space provided on the Bid Submittal Form, or by returning one (1) signed copy of this notice.

Make all changes identified above to the solicitation documents. All other terms and conditions in the solicitation documents remain unchanged and in full force and effect.

SIGNED: ______________________________________________________

COMPANY NAME: ______________________________________________
Addendum No. 2

<table>
<thead>
<tr>
<th>Addendum No.</th>
<th>Date</th>
<th>Project No.</th>
<th>Package</th>
<th>Project Name</th>
<th>Client</th>
</tr>
</thead>
<tbody>
<tr>
<td></td>
<td>4/13/2017</td>
<td>162848.00</td>
<td>Issue for Bid</td>
<td>Vivarium Design Services</td>
<td>University of Texas at Arlington</td>
</tr>
</tbody>
</table>

The following additions, clarifications, corrections and changes are issued as Addendum No. 2. and shall be included in the Contract Documents for the above project.

**REVISIONS TO ARCHITECTURE DRAWINGS**

- **Sheet G1-1000**
  1. Revised sheet to show drawings with changes in this addendum.

**REVISIONS TO PLUMBING DRAWINGS**

- **Sheet P1-1100**
  1. Revised sheet notes 11, 12, 13, 14, 15 to “not used”.
  3. Removed compressed air piping and plan notes for sheet.
  4. Added additional Note16 tags for clarity of potential routing of stainless steel tubing for the automatic watering system.
  5. Revise sheet and drawing title, removed text “And Air”.
  6. Superceeds all P1-1100 sheets.

- **Sheet P1-1101**
  1. Added entire sheet for compressed air system only.

**Attachments:**

- Drawings

**End of Addendum No. 2.**